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” ” ﬁ N B O CODED NOTES:
| | B A
| | = B AMv TRANSITION 26X8 SS EA TO NECROPSY TABLE OUTLET. FIELD VERIFY EXACT LOCATION
| | L BALANCE EA TO 900 CFM.
W W W T AMv RE-BALANCE X-VAV TO 1230 CFM MAX / 1230 CFM MIN.
7 7 7 [ @ RE-BALANCE SUPPLY AIR DIFFUSER TO 615 CFM.
o)
W W AMv CUT AND PATCH WALL AS REQUIRED IN ORDER TO ROUTE DUCTWORK. FIRE STOP
f f ) K104B PENETRATION.
f f @ X-SA DUCT MOUNTED AT 10'-0" AFF (BOTTOM).
| |
| | AC-26 - @ REMOVE AND REINSTALL X-14X14 SA AND X-16X16 RA RISERS IN ORDER TO —
| | ACCOMMODATE INSTALLATION OF NEW 12X12 SS EA.
| j EE— = AMv ROUTE 12X12 SS EA UP THROUGH CHASE UP TO ROOF. SUPPORT DUCT VERTICALLY FROM
e N ADJACENT WALLS WITH UNI-STRUT FRAMING.
= N L]
i = % ° ROUTE 26X8 SS EA BELOW EXISTING CEILING. SLOPE HORIZONTAL DUCT BACK TOWARDS
|| NECROPSY TABLE. EXTEND HANGERS FROM STRUCTURE. CUT AND PATCH SURFACES TO
H M = E MATCH EXISTING FINISH.
= Quarantine o
- Ward o] ] | | @ ROUTE 26X8 SS EA ABOVE CORRIDOR CEILING. REMOVE AND REPLACE CEILING TILE AND
BF465 K1 ) GRID AS REQUIRED. (CEILING HGT= 8-0")
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